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Abstract
This paper investigates the enhancement in voltage
stability achieved while connecting a variable speed
wind turbine (VSWT) driven electrically excited syn-
chronous generator (EESG) into power systems.
The wind energy conversion system (WECS) uses
an AC-DC-AC converter system with an uncon-
trolled rectifier, maximum power point tracking
(MPPT) controlled dc-dc boost converter and adap-
tive hysteresis controlled voltage source converter
(VSC). The MPPT controller senses the rectified
voltage (VDC) and traces the maximum power
point to effectively maximize the output power. With
MPPT and adaptive hysteresis band current control
in VSC, the DC link voltage is maintained constant
under variable wind speeds and transient grid cur-
rents.The effectiveness of the proposed WECS in
enhancing voltage stability is analysed on a stan-
dard IEEE 5 bus system, which includes examining
the voltage magnitude, voltage collapse and reac-
tive power injected by the systems. Simulation
results show that the proposed WECS has the
potential to improve the long-term voltage stability
of the grid by injecting reactive power. The per-
formance of this scheme is compared with a fixed
speed squirrel cage induction generator (SCIG), a
variable speed doubly-fed induction generator
(DFIG) and a variable speed permanent magnet
synchronous generator (PMSG). 
Keywords: variable speed wind turbine, EESG,
MPPT, adaptive hysteresis band current control,
SCIG, DFIG, PMSG, voltage stability 
1. Introduction
Wind power generation has received considerable
attention worldwide in recent years (Hansen et al.,
2007) and the effective utilization of wind energy
has been an important issue. As a result, VSWT sys-
tems with power electronics interfaces have attract-
ed much interest.
The VSWT systems are usually based on DFIGs
or PMSGs (Akie Uehara et al., Heng Nian et al.,
Itsaso Martinez et al., Alejandro Rol´an et al., Si
Zhe Chen et al., Manuel Pinilla et al., 2011). For the
same power rating, the PMSG’s cost is more than
that of induction generator (IG) cost. But PMSG’s
have higher efficiency and so the higher material
cost will be somewhat compensated by the extra
electricity generated. Also IG’s require capacitors for
power factor correction and may increase the over-
all cost.
EESG is the regular synchronous generator
equipped with field winding which is excited by a
DC source. ENERCON of Germany introduced
variable speed, direct drive (no gearbox) EESG as
an alternative to a conventional wind technology
solution. It is widely accepted as a mature technol-
ogy, but the direct drive’s global market share has
never exceeded roughly 10%–15%, but the number
of new entrants is growing rapidly (Aarti Gupta et
al.,2012). In EESG, the excitation can be varied
and hence the output voltage of the wind-driven
EESG can be controlled in terms of amplitude and
frequency during fluctuating wind. Moreover, per-
manent magnets are not required reducing the cost
of the system drastically. Thus, to increase the glob-
al market share of EESG, a new controllable power
inverter strategy is implemented.
The DC link voltage is the most representative
and relevant measurement because it shows the
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robustness of the converter system during voltage
reduction on the mains. The capability to continue
stable supply during line disturbances will strongly
depend on the dynamics of the DC link. This paper
focuses mainly on maintaining constant DC link
voltage.
MPPT extracts maximum possible power from
the available wind power (Jogendra Singh
Thongam, et al., 2011). The amount of power out-
put from a WECS depends upon the accuracy with
which the peak power points are tracked by the
MPPT controller of the WECS control system irre-
spective of the type of generator used. The MPPT
algorithm proposed in Kesraoui, et al., (2011) sens-
es the rectified voltage (VDC) alone and controls the
same used here to control the dc-dc boost convert-
er. The DC link voltage is maintained constant
under varied wind speeds with this control.
Current control in VSC forces and the IGBT’s to
switch only when it is necessary to keep on tracking
the reference of the current. The adaptive hysteresis
current control in (Murat Kale et al., 2005) is
applied to control the VSC in this system and the
DC link voltage is maintained constant under tran-
sient grid currents with this control.
Under fault condition, the DC-link circuit of the
WECS with AC-DC-AC converter system experi-
ences over-voltage. Thus, stable operation of the
grid and WECS is important. During a grid side
fault, depending on the severity of the voltage sag,
the grid side VSC injects an appropriate voltage to
compensate for any balanced or unbalanced sag
and establishes a stable operating point for the gen-
erator. The capability of the WECS in enhancing
voltage stability is analysed by connecting it to an
IEEE 5 bus system. 
2. Wind energy conversion system 
2.1 System configuration
Figure 1 shows the block diagram representation of
the adaptive hysteresis controlled VSWT driven
EESG with MPPT. The WECS consists of a pitch-
able wind turbine, an EESG, a passive rectifier, a
MPPT controlled dc-to-dc boost converter and an
adaptive hysteresis current controlled VSC.
The details of each component of the proposed
WECS are given.
2.2 Wind turbine model
The performance of wind turbine is characterized
by the non-dimensional curve of coefficient of per-
formance (Cp), as a function of tip-speed ratio λ. Cp
as a function of λ is expressed by equation (1) and
it is shown in Figure 2. 
Figure 2: Cp versus λ characteristic
Cp(λ) = 0.043 − 0.108λ + 0.146λ
2 − 
0.0602λ3 + 0.0104λ4 − 0.0006λ5 (1)
The tip-speed ratio is given by the expression: 
λ = (2)
where R is the radius of the wind turbine rotor in m,
ϖm is the angular velocity of the rotor in rad/sec.
and Vw is the velocity of the wind in m/s. 
The output power of the wind turbine Pt is
calculated using equation (3) as:
Pt = 0.5 Cp (λ) AVw
3 (3)
where A is the swept area of wind turbine rotor. It
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Figure 1: Schematic diagram of the adaptive hysteresis controlled VSWT driven EESG with MPPT
Rϖm
Vw
can be observed from Figure 2 that Cp is maximum
when λ is equal to 7.5. In general,
Pt = Tt ϖm (4)
Combining equations 1, 3 and 4, the expression
for torque Tt developed by the wind turbine is writ-
ten as:
Tt = 0.5 r A R            Vw
2
The power extracted from the wind is maxi-
mized when the power coefficient Cp is at its maxi-
mum. This occurs at a defined value of the tip
speed ratio. Hence, for each wind speed; there is an
optimum rotor speed where maximum power is
extracted from the wind. Therefore, if the wind
speed is assumed to be constant, the value of Cp
depends on the wind turbine rotor speed. Thus, by
controlling the rotor speed, the power output of the
turbine is controlled.
2.3 EESG and rectifier 
The electric power generated by EESG is given by:
Pe = V Ia (6)
where V is the generator voltage and Ia is the gen-
erator current.
For an ideal system, equations (4) and (6) can be
equated.
Tt ωm= V Ia (7)
Figures 3a, 3b and 3c are the circuit diagrams
provided to illustrate all the parameters of EESG
given in Table 2 with respect to d-axis and q-axis.
Figure 3a: Equivalent circuit of the EESG at
steady state
Figure 3b: Equivalent reactance for d-axis of
EESG
Figure 3c: Equivalent reactance for q-axis of
EESG
Figure 3a shows the equivalent circuit of the
EESG at steady state. From this circuit, V and Ia can
be represented with respect to d-axis and q –axis as:
Vd = RaId + XdId – Eq (11)
Vq = RaIq + XqIq + Ed (12)
V = Vd + Vq (13)
Ia = Id + Iq (14)
where Vd is the equivalent d-axis stator voltages, Vq
is the equivalent q-axis stator voltages, Ra is stator
phase resistance, Id is the d-axis equivalent stator
currents, Iq is the q-axis equivalent stator currents, Ia
is the rated rms line current, Xd is the synchronous
reactance for the d-axis, Xq is the synchronous reac-
tance for the q-axis, Ed is the induced voltage by d-
axis flux and Eq is the induced voltage by q-axis
flux. Figure 3(b) shows the equivalent reactance for
d-axis of EESG.
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Cρ(λ)
λ
where X’d is the d-axis transient reactance, X’’d is
the d-axis sub-transient reactance, Xad is the ficti-
tious reactance, XL is the true reactance associated
with flux leakage around the stator winding, Xf is
the leakage reactance of the field winding and Xkd is
the d-axis leakage reactance of damper winding(s).
Figure 3(c) shows the equivalent reactance for q-
axis of EESG. If the armature MMF is aligned along
quadrature axis, the only currents preventing the
armature reaction flux from passing through the
rotor iron are currents induced in q-axis part of the
damper winding, because field winding is placed in
the direct axis only. Due to this fact, it may be
assumed, that q-axis transient reactance equals
magnetizing reactance and only two equivalent
reactances are defined as: 
where X′′q is the q-axis sub-transient reactance, Xaq
is the fictitious reactance for the q-axis and Xkq is
the q-axis leakage reactance of damper winding(s). 
2.4 DC-DC Boost converter
The EESG is not capable of generating a constant
high voltage at low speed. Therefore, a dc-dc boost
converter must be used to raise the voltage of the
diode rectifier. A capacitor C1 is connected across
the rectifier to lessen the variation in the rectified
AC output voltage waveform from the bridge.
Figure 3d: DC-DC converter circuit
Figure 3(d) is an accompanying figure of Table
3, which shows the arrangement of the converter
circuit, and items such as C1, capacitors, and L. 
2.5 Voltage source converter 
The VSC can act both as an inverter and as a recti-
fier. The VSC requires a minimum dc link voltage in
order to operate, and here a DC-DC boost convert-
er is introduced to increase the voltage level for the
VSC. Variable voltage and frequency supply is
invariably obtained from the three-phase VSC.
Adaptive hysteresis type modulation is used to
obtain variable voltage and frequency supply.
Adaptive hysteresis current control in VSC forces
and the IGBT’s to switch only when it is necessary
to keep on tracking the reference of the current.
3. Proposed control strategies
3.1 MPPT Control in DC-DC Boost
converter
Maximum power occurs when 
= 0 (20)
The control system makes use of the fact that the
generated voltage and VDC depend upon the speed
of the turbine. Therefore, instead of sensing the tur-
bine speed, it senses the VDC and tries to control the
same. The set point for this voltage is not constant.
This is because the wind speed is varying every
now and then which causes the optimum turbine
speed to vary frequently. The set point is floating
and has to be decided by a trial and error method.
The method is called Peak seeking. Figure 4 shows
the step and search control strategy to track maxi-
mum power.
Figure 4: Step and search control strategy to
track maximum power
The strategy is to start with any arbitrary set
point (A) i.e. reference dc voltage and check the
output dc power. Then give a small increment to the
set point. Again check the output at point B. If the
output has increased, give an additional increment
and check the output once again. Incrementing the
set point through small steps should be continued
till the stage (H) when the increment does not yield
a favourable result. At this stage, a small decrement
to the set point should be given. The set point will
be moving back and forth around the optimum
value. Thus, the power output could be maximized.
In this method, after giving increment to the set
point, both the power output as well as the voltage
level has to be checked. Four possibilities arise: 
• Power increased – voltage increased
• Power increased – voltage decreased 
• Power decreased – voltage increased 
• Power decreased – voltage decreased 
Only when power output and the voltage are
increased (case 1), the set point has to be incre-
mented. If the wind speed changes from one value
to another, the turbine is not being operated at the
maximum power point at the new value. The MPPT
controller has to search for the new maximum
power point for the new wind speed.
Thus, depending upon the MPPT controller out-
put, the dc-dc boost converter switch operates and
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dPe
dVDC
maintains a constant VDC link across the capacitor
Co.
3.2 Adaptive hysteresis current control of
VSC 
Figure 5 illustrates the concept of adaptive hystere-
sis current control. The adaptive hysteresis band
current control of three phase grid connected VSC
and its working as explained in Murat Kale, et al.,
(2005) and is considered here.
Figure 5: Adaptive hysteresis current controller
concept
The adaptive hysteresis band current controller
adjusts the hysteresis band width, according to the
measured line current of the grid connected invert-
er. Let Iref be the reference line current and Iactual be
the actual line current of the grid connected invert-
er. The error signal E can be written in equation
(12) as:
E = I – Iref (21)
When the measured current Ia of phase A tends
to cross the lower hysteresis band at point 1, then
switch S1 is switched ON. When this touches the
upper band at point P, switch S4 is switched ON.
The expression for adaptive hysteresis bandwidth is
derived as:
where fc is modulation frequency, m = dIaref /dt is
the slope of command current wave. The profile of
HBb and HBc are the same as HBa but have phase
difference. According to (dIaref/dt) and VDC voltage,
the hysteresis bandwidth is changed to minimize the
influence of current distortion on the modulated
waveform. Thus, the switching signals for the VSC
are generated by the adaptive hysteresis band cur-
rent controller.
4. Simulation results
Simulation of the proposed utility scale variable
speed WECS with EESG and VSC with adaptive
hysteresis band current control technique in track-
ing maximum power has been carried out using
Matlab/Simulink. A wind turbine of 1.5 MW rating
has been connected to the 1.75MVA, 2.2kV EESG.
The rating of the inverter is 1.3 MVA. 
4.1 Parameters of proposed system
Table 1 shows the parameters of the simulated wind
turbine. 
Table 1: Parameters of wind turbine model
Rating 1.5MW
Blade radius 38m
No. of Blades 3
Air density 0.55kg/m3
Rated wind speed 12.4 m/sec.
Rated speed 3.07rad/sec.
Cut-in speed 4m/sec.
Cut-out speed 25m/sec.
Blade pitch angle 00 at 12m/sec. and 4/0.7 
degree/sec. at 14m/sec.
Inertia constant of turbine 3.5925 sec.
Inertia constant of the wind turbine mentioned
in Table 1 is defined as the kinetic energy stored in
the rotor at rated speed divided by the VA base.
The most significant component in wind turbine
dynamics is the turbine inertia Hturb, due to the
blade length and weight. It is given as:
where E is the energy stored in rotor mass, S is the
VA base, J is rotating objective inertia and �m is the
mechanical angular velocity of rotor. The perform-
ance of wind turbines during transient situations is
strongly influenced by this inertia constant.
Basic parameters used for the direct-drive gen-
erator model are given in Table 2.
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Table 2: Parameters of the EESG
Rating 1.75MVA
Rated RMS line to neutral voltage V 1.269kV
Rated RMS line current Ia 0.459kA
Number of poles p 4
Base angular frequency 171.98rad/sec.
Inertia constant of generator H 0.3925 sec.
Stator resistance Ra 0.003 Ω
d-axis reactance Xd 1.305 p.u
d-axis transient reactance X’d 0.296 p.u
d-axis sub-transient reactance X’’d 0.252 p.u
q-axis reactance Xq 0.474 p.u
q-axis sub-transient reactance X’’q 0.243 p.u
Table 3 shows data used for the dc-dc converter
of the VSWT.
Table 3: Converter parameters
Low voltage side capacitor C1 300 µF
High voltage side capacitors 1800 µF each 
Inductor L 200mH
Switching frequency 20kHz
4.2 Effect of pitch control
Simulation results are taken for two wind speeds 12
and 14 m/sec. At t = 10 sec., wind speed is
changed from 12 to 14 m/sec and in step is shown
in Figure 6.
In this work, since 12.4 m/sec. is the rated wind
speed, at 12m/sec., the pitch angle need not be acti-
vated. During this period, Cp.max is obtained as
0.44. At t=10 sec., as the wind speed is 14m/sec.,
which is above the rated wind speed of 12.4 m/sec.,
pitch control is activated. As the wind speed
increases, the power generated by the wind turbine
also increases. Once the maximum rating of the
power converter is reached, the pitch angle is
increased (directed to feather) to shed the aerody-
namic power. 
Here the pitch rate is chosen to be 4/0.7
degree/s. That is, the pitch angle can be ramped up
at 4 degrees per second and it can be ramped down
at 0.7 degrees per second. 
The hysteresis rpm is chosen to be 2% of the
maximum rpm. Small changes in the pitch angle
can have a dramatic effect on the power output. Cp
has changed to 0.39 at 14m/sec. as shown in Figure
7.
Figure 8 shows the variation of tip speed ratio
with time. From this figure, it is observed that the
turbine speed is well controlled to maintain an opti-
mum tip speed ratio of 7 from 0 to 10 sec. at wind
speed of 12m/sec. When wind speed is increased to
14m/sec., the optimum TSR is normally higher than
the value at 12m/sec., but due to pitch control, it is
kept at 7 itself. In general, three bladed wind tur-
bines operate at a TSR of between 6 and 8, with 7
being the most widely reported value (Magdi
Raghe.et.al., 2011).
This indicates that the turbine speed is well con-
trolled to maintain an optimum tip speed ratio to
capture maximum energy. It shows that the MPPT
controller is able to track maximum power and keep
Cp of the wind turbine very close to maximum Betz’
coefficient of 0.593. It is the maximum fraction of
the power in a wind stream that can be extracted.
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Figure 7: Coefficient of performance
Figure 6: Wind speed profile
4.3 Maintaining constant DC link voltage
with MPPT at wind speeds of 12 m/sec. and
at 14 m/sec.
Simulation results of generator phase voltage and
generator phase current at 12 m/sec with zooming
between 0.2 to 0.4 sec. are shown in Figure 9(a )
and Figure 9( b).  Figure 9(c) and Figure 9(d) show
the generator phase voltage and generator phase
current at 14 m/sec.
Figure 9a: Generator phase voltage at 12m/sec. 
Figure 9b: Generator phase current at 12m/sec.
Figure 9c: Generator phase voltage at 14m/sec.
Figure 9d: Generator phase current at 14m/sec.
At 12m/sec., the generator rms phase voltage is
1.03kV and generator rms phase current is 210.49
A. At 14m/sec., the generator rms phase voltage is
1.27kV and generator rms phase current is 459.25
A. The power output at 14m/sec. is higher than that
at 12m/sec. So, with increase in wind speed, the
power output of the wind generator also increases.
Under both wind speed conditions, the switch-
ing signals to boost the converter are controlled
with MPPT control and DC link voltage across Co is
maintained constant which is shown in Figure10. 
Figure 10(a) and Figure 10(c) show the DC link
voltage from t= 0 to 1 sec. at 12m/sec. and
14m/sec. respectively. The simulation result of DC
link voltage with zooming between 0.2 to 0.4 sec. is
shown in Figure 10(b) and Figure 10(d). In the
WECS with MPPT control proposed in this paper, it
is possible to maintain a DC link voltage of 5.369
kV under both the wind speeds of 12m/sec. and
14m/sec.
4.4 Maintaining constant DC link voltage
control with adaptive hysteresis band
current controller at load currents of 50A
and 130A
To analyse the dynamic response of an adaptive
hysteresis current controller, the grid current is
increased from 50A to 130A by applying load. The
adaptive hysteresis current controller acts under this
condition and made the load current to track the
reference current command at a faster rate and pre-
vented the grid waveforms getting distorted. Figure
11 shows the grid voltage at the point of common
coupling.
Figures 12 (a, b and c) show the grid current of
50A, inverter output phase current and correspon-
ding hysteresis band at 50A of grid current.
Figures 13 (a, b and c) show the grid current of
130 A, inverter output phase current and corre-
sponding hysteresis band at 130 A of grid current.
As indicated in Figures 12(c) and 13(c), the
adaptive hysteresis band varied according to the
variation in load in order to maintain the constant
switching frequency of operation. 
Figure 14(a) and Figure 14(c) show the DC link
voltage from t= 0 to 1 sec. at load conditions of 50
A and 130 A respectively. The simulation result of
DC link voltage with zooming between 0.2 to 0.4
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Figure 8: Tip speed ratio
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Figure 10a: DC link voltage at 12m/sec.
Figure 10b: DC link voltage at 12m/sec. (with zooming)
Figure 10c: DC link voltage at 14 m/sec.
Figure 10d: DC link voltage at 14 m/sec. (with zooming)
Figure 11: Grid voltage
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Figure 12b: Inverter output rms phase current (50A)
Figure 12a: Grid current
Figure 12c: Hysteresis band at 50 A
Figure 13a: Grid current
Figure 13b: Inverter output rms phase current (130A)
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Figure 13c: Hysteresis band at 130A
Figure 14a: DC link voltage at 50A with adaptive hysteresis current controller
Figure 14b: DC link voltage at 50A with adaptive hysteresis current controller (with zooming)
Figure 14c: DC link voltage at 130A with adaptive hysteresis current controller
Figure 14d: DC link voltage at 130A with adaptive hysteresis current controller (with zooming)
sec. is shown in Figure 14(b) and Figure 14(d). The
WECS with adaptive hysteresis current control in
VSC proposed in this paper is able to maintain DC
link voltage at 5.369 kV under both the load condi-
tions of 50 A and 130 A.
4.5 Results of voltage stability enhancement
The performance of the proposed EESG system in
enhancing the voltage stability is analysed using
IEEE 5 bus system. The wind generators are con-
nected one by one and their capability to inject
reactive power to enhance voltage level is analysed.
In the IEEE 5 bus system, Bus 3 is considered as
the load bus, and Bus 4 as the generator bus. The
IEEE 5 bus system is simulated using MATLAB soft-
ware and the in-built models of SCIG, DFIG and
PMSG are connected and tested.
A situation where one high-voltage transmission
line gets disconnected is considered first. The
changes in voltage levels in the system when con-
nected with SCIG, DFIG, PMSG and proposed
EESG are presented in Figures15 (a, b, c, d, e, f, g
and h). The voltage and reactive power control is
necessary in order to keep a stable output voltage
to maintain the power system voltage balance.
With SCIG connected into the power system,
transmission level voltage dropped and initiated a
voltage collapse event as shown in Figures15 (a)
and 15 (b). SCIG always consumes reactive power.
The reactive power consumption of the SCIG is
nearly always partly or fully compensated by a
capacitor bank to achieve a power factor close to
one in the steady state. 
When connected with DFIG, PMSG and pro-
posed EESG, a possible voltage collapse event is
avoided. The DFIG, PMSG and EESG have com-
plete control of reactive and active power. They uti-
lized their reactive power injection capability to
maintain transmission level voltage within limits
after the grid disturbance. 
The PMSG and EESG differ from DFIG in that
the magnetization is provided by a permanent mag-
net pole system or a dc supply on the rotor, provid-
ing self-excitation property. Self-excitation allows
operation at high power factors and high efficien-
cies. Voltage fluctuation in a PMSG is very low.
Comparing the voltage levels in generator and load
buses of DFIG and PMSG from Figures 15 (c), (d),
(e) and (f), it is observed that, voltage fluctuation in
PMSG is lesser.
Similarly, when comparing the performance of
PMSG and proposed EESG from Figures 15(e), (f),
(g) and (h) with respect to voltage levels during dis-
turbance, they produced similar results. PMSG
needs no power converter for field. Normally
PMSG gives higher efficiency and energy yield due
to very small energy losses in rotor and produce
superior results than EESG. Here with proposed
efficient, modified converter control in the EESG
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Figure 15a: Bus 3 voltage with only SCIG
Figure 15b: Bus 4 voltage with only SCIG
Figure 15c: Bus 3 voltage with only DFIG
Figure 15d: Bus 4 voltage with only DFIG
Figure15e: Bus 3 voltage with only PMSG
system, a substantial amount of reactive support is
injected and the voltage collapse event is complete-
ly avoided, voltage dips are much mitigated and
maintained the performance similar to PMSG.
Figures 16(a)-(d) show the reactive power injec-
tion capability of the 4 systems. From Figure 16(a),
it is seen that the wind turbine system with SCIG is
not capable of injecting reactive power. DFIG,
PMSG and EESG are having the reactive-power
injection capability which can be seen from
Figures16 (b), 16(c) and (d). Compared to DFIG
and PMSG, the proposed EESG has much better
reactive power injection capability. 
5. Conclusion
In this paper, adaptive hysteresis controlled VSWT
driven EESG with MPPT is integrated into power
systems and its impact on voltage stability is
analysed.
It is found that with the proposed control, DC
link voltage is maintained constant under varying
wind speeds and different load conditions. The
steady-state power transfer capacity of the transmis-
sion line is also increased. 
Compared to the fixed speed SCIG, standard
variable speed systems namely DFIG, PMSG and
proposed EESG have more capability to improve
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Figure15f: Bus 4 voltage with only PMSG
Figure 15g.Bus 3 voltage with only EESG
Figure 15h: Bus 4 voltage with only EESG
Figure 16a: Reactive power injection by SCIG
long-term voltage stability by reactive power com-
pensation. Among the variable speed systems,
EESG with the proposed control strategy is found to
assist the grid to delay or prevent a voltage collapse
event more effectively and voltage dips are also mit-
igated.
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Figure 16b: Reactive power injection by DFIG
Figure 16c: Reactive power injection by PMSG
Figure 16d: Reactive power injection by EESG
